REQUEST FOR QUOTATION NO. PR5004642
THE EMBASSY OF THE UNITED STATES OF AMERICA
REQUIRES A

Company:

To provide the following Generator De-installation and Installation Services:

DESCRIPTION QUANTITY UNIT PRICE
A. Removal and transportation of a used
Generator sets.
1. Disconnection and Removal of

generator (including ATS, exhaust pipe,
wiring, electrical boxes and pipes) from
Residence "xxxx".

2. Repairs of holes on walls caused by the
generator wiring, piping, etc.

3. Transportation of the Generator
(including ATS, exhaust pipe, wires,
electrical boxes and duct pipes) from
Residence "xxx" to the embassy
warehouse at “Final de La Avenida Los
Proceres”

Location: P00458, P0O0556, PO0558,
P00472, P00498, PO0502 & P00521 7| L L.
B. Installation of one New Cummins
20KVA Genset 220/110 Volt, 60HZ, with a
concrete slab.

1. Supply and construction of a concrete
slab to support 3000 pound Diesel
Generator. (Following specifications. and
drawings provided by the embassy)

2. Transportation of Generator and ATS
from the Warehouse Building to the
Residence “xxx”. This includes the placing
of the generator on the final spot. (Using a
tow truck/crane/forklift, etc.) The distance
will be within a range of 5Km. from the US
Embassy building.

3. Electrical and mechanical installation
(Full) of the Gen set (including but not
limited to: wiring, battery charger/trickle,
the grounding of generator, etc.) following
instructions from the generator
manufacturer. (Generator Specifications 2| L L.




for the Generators will be provided)

4. Full Installation of the ATS. Including but
not limited to:

a. Mechanical Installation of the ATS.
(Supply and installation of a roof if
needed).

b. Electrical installation and supply of
wiring from the ATS to the generator.***
c. Supply and installation of the ATS to the
house main circuit panel or electrical
meter (ENEE). */**/***

d. Supply and installation of the remote
signal from the ATS to the Generator.

e. Installation of main breaker for proper
maintenance and proper test to Gen set.
f. Supply and installation of main breaker.
5. Installation and supply of the generator
exhaust pipe, at least 2 Ft. from the
residence’s roof.

6. Running tests to insure proper function.
7. Validation of Warranty from Local
Manufacturer representative Honduras.
Please provide original documents (Invoice
and Technician field Report)

Location: P00472, PO0498

C. Installation of one New Cummins
20KVA Gen set. 220/110 Volts, 60HZ,
without the concrete slab.

1. Transportation of Generator and ATS
from the Warehouse Building to the
Residence “xxx”. This includes the placing
of the generator on the final spot. (Using a
tow truck/crane/forklift, etc.) The distance
will be within a range of 5Km. from the US
Embassy building.

2. Electrical and mechanical installation
(Full) of the Gen set (Including but not
limited to: wiring, battery charger/trickle,
the grounding of generator, etc.) following
instructions from the generator
manufacturer. (Specs for the Generators
will be provided)

3. Full Installation of the ATS. Including but
not limited to:

a. Mechanical Installation of the ATS.
(Supply and installation of a roof if
needed).

b. Electrical installation and supply of




wiring from the ATS to the generator.*’**
c. Supply and installation of the ATS to the
house main circuit panel or electrical
meter (ENEE).*’**/***

d. Supply and installation of the remote
signal from the ATS to the Generator.

e. Installation of main breaker for proper
maintenance and proper test to Gen set.
f. Supply and installation of main breaker
4. Installation and supply of the generator
exhaust pipe, at least 2 Ft. from the
residence’s roof.

5. Running tests to insure proper function.
6. Validation of Warranty from Local
Manufacturer representative Honduras.
Please provide original documents (Invoice
and Technician field Report)

Location: P00458, PO0556, PO0558,
P00502 & P00521

Grand Total L.

Your offer must be submitted no later than February 8th, 2016 at 10:00 a.m. via e-mail to
radilloaa@state.gov. If there are any questions regarding this ad please contact Abner Radillo
Procurement Agent, telephone number 2236-9320 x.4309.

January 29", 2015

Company Contact Name and Signature:

Date Signed:




